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DEMOLITION NOTES

1. CONTRACTOR SHALL VERIFY ALL FIELD

CONDITIONS PRIOR TO CONSTRUCTION

INCLUDING UNDERGROUND UTILITY

CONNECTION POINTS, RECEIVING PIPE SIZES,

INVERTS, AND PIPE MATERIALS FOR

UNDERGROUND STRUCTURES. CONTRACTOR

SHALL NOTIFY ENGINEER IMMEDIATELY UPON

FINDING A DIFFERENCE IN FIELD CONDITIONS

AND WHAT IS DEPICTED ON THE PLANS.

2. CONTRACTOR SHALL NOTIFY APPROPRIATE

CITY OF RALEIGH DEPARTMENTS PRIOR TO

BEGINNING ANY WORK WITHIN PUBLIC

RIGHT-OF-WAY.

3. CONTRACTOR SHALL COORDINATE ALL

UTILITY CONNECTIONS, RELOCATIONS, NEW

SERVICES, AND TEMPORARY SERVICES WITH

THE UTILITY OWNER.
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PROTOTYPE 2-A

± 36,170 S.F.

GROCERY

FFE = 319.45'
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PROPOSED 20' WIDE FIRE

APPARATUS ACCESS ROAD

(MODIFIED 120' HAMMERHEAD)

5' GENERAL UTILITY

PLACEMENT EASEMENT

5' GENERAL UTILITY

PLACEMENT EASEMENT

TREE CONSERVATION AREA

ALTERNATIVE COMPLIANCE

SECONDARY TCA

AREA PROVIDED = 9,498 SF

REFER TO SHEET TC-1
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6" x 8" TEE

2" RPZ BACK FLOW

PREVENTION ASSEMBLY

2" DOMESTIC

WATER METER

ASSEMBLY

FIRE SUPPRESSION

BACK FLOW ASSEMBLY

CONNECT TO EXISTING

WATERLINE WITH 8"

TAPPING SLEEVE AND

VALVE

PROP. 8" WL

TO BE INSTALLED

BY BORE & JACK

6" C/O INV: XXX.XX

PROP. DOGHOUSE MH

INV IN: XXX.XX

INV OUT: XXX.XX

PROPOSED 20' PRIVATE

DRAINAGE EASEMENT
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CONTROL STRUCTURE

(SEE DETAIL SHEET)

BIORETENTION FACILITY

GRASSED NON I.W.S. SYSTEM

(SEE DETAIL SHEET)
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UTILITY NOTES

1. EXISTING CONDITIONS AS SHOWN HAVE BEEN COMPILED FROM A SITE SURVEY PREPARED BY TIMMONS GROUP IN

JUNE 2015.

2. ALL UNDERGROUND FEATURES INDICATED ON THE PLANS SHOULD BE CONSIDERED APPROXIMATE IN LOCATION

AND SHOULD BE VERIFIED IN THE FIELD PRIOR TO CONSTRUCTION. NOTIFY THE DESIGN ENGINEER IMMEDIATELY IF

ANY DISCREPANCIES ARE NOTED.

3. COORDINATE WITH THE CITY OF RALEIGH UTILITY DEPARTMENT AND PUBLIC WORKS DEPARTMENT FOR UTILITIES

THAT ARE TO REMAIN UNDISTURBED.

4. COORDINATE ALL COMMUNICATIONS, TELEPHONE, FIBER OPTIC, OVERHEAD POWER, AND UNDERGROUND UTILITY

REMOVAL OR RELOCATION WITH THE UTILITY PROVIDER, THE CITY OF RALEIGH UTILITY DEPARTMENT AND THE CITY

OF RALEIGH PUBLIC WORKS DEPARTMENT.

5. CURB STOPS ARE REQUIRED AND SHALL BE LOCATED 1 FOOT FROM THE METER BOX. CURB STOPS SHALL BE

INSTALLED IN A CURB STOP BOX AS MANUFACTURED BY FORD, A.Y. McDONALD, OR TRUMBULL.

6. SERVICE SADDLES SHALL BE ALL BRONZE WITH DOUBLE BRONZE STRAPS WITH A NEOPRENE "O" RING GASKET

ATTACHED TO THE BODY.

7. ALL WATER METERS SHALL BE PROVIDED AND INSTALLED BY THE CITY OF RALEIGH PUBLIC UTILITIES DEPARTMENT

METERS DIVISION.

8. METERS WILL BE THE SAME SIZE IN DIAMETER AS THE SERVICE.

9. A 3' CLEAR SPACE SHALL BE MAINTAINED AROUND ALL WATER METERS.

10. ALL 6" SANITARY SEWER SERVICES CONNECTIONS SHALL BE MADE INTO MANHOLES ONLY.

11. UTILITY TRENCHES SHALL BE CUT AND PAVEMENT REPAIRED TO CITY OF RALEIGH STANDARDS.

12. ALL DISTURBED HARDSCAPE AND LANDSCAPING (CONCRETE, ASPHALT, BRICK, TREES, SHRUBS, ETC) SHALL BE

REPLACED ACCORDING TO CITY OF RALEIGH STANDARDS AND SPECIFICATIONS.

AT LEAST 72 HOURS PRIOR TO CONSTRUCTION OR EXCAVATION THE

CONTRACTOR SHALL NOTIFY "NORTH CAROLINA ONE CALL" (811) OR

(1-800-632-4949) TO HAVE EXISTING UTILITIES LOCATED.

ALL LOCAL UTILITY PROVIDERS USING THEIR OWN LOCATING SERVICE

SHALL BE CONTACTED BY THE CONTRACTOR.

STANDARD UTILITY NOTES (AS APPLICABLE):
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PROPOSED 20' WIDE FIRE

APPARATUS ACCESS ROAD

(MODIFIED 120' HAMMERHEAD)

TREE CONSERVATION AREA

ALTERNATIVE COMPLIANCE

SECONDARY TCA

AREA PROVIDED = 9,498 SF

REFER TO SHEET TC-1
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LIDL REFERENCE:

UDO SECTION 7.1.7.B.2

AT LEAST 1 SHADE TREE MUST BE PLANTED IN EACH SURFACE PARKING

AREA WITH 10 SPACES OR LESS.

7.1.7.B.4

ALL SURFACE PARKING AREAS OF ANY SIZE WITHIN ANY DISTRICT WITH FRONTAGE ON ANY

PORTION OF A STREET RIGHT-OF-OF WAY (NOT INCLUDING AN ALLEY) MUST BE SCREENED

ALONG THE STREET EDGE BY A TYPE C3 STREET PROTECTIVE YARD UNDER SEC. 7.2.4.B.

7.1.7.D

1. A LANDSCAPED INTERIOR ISLAND MUST BE PROVIDED EVERY 10 PARKING SPACES.

INTERIOR ISLANDS MUST BE DISTRIBUTED EVENLY THROUGHOUT THE PARKING AREA.

2. AN INTERIOR ISLAND MUST BE A MINIMUM OF 8 FEET IN WIDTH AND BE A MINIMUM OF

300 SQUARE FEET IN AREA.

7.1.7.F.1

EACH INTERIOR ISLAND (AND TERMINAL INTERIOR ISLAND) MUST INCLUDE AT LEAST 1

SHADE TREE.

VEHICULAR SURFACE AREA

AREA: 101,400 SF

TREES REQ'D: 1/2000 SF = 51

TREES PROV'D: 51

SHRUBS REQ'D: 1/500 SF = 203

SHRUBS PROV'D: 203

STREET YARD VEHICULAR SURFACE

AREA

ROW OF EVERGREEN SHRUBS 5' FROM PARKING

FACING PUBLIC STREET (C-3)30/ 100 LF

LENGTH:

SHRUBS REQ'D:

SHRUBS PROV'D:

TRANSITION PROTECTIVE YARD

SOUTHERN BOUNDARY

YARD REQ'D:TYPE "B" (INCLUDE FENCE)

*50% MUST BE EVERGREEN TREES

LENGTH:        803 LF

WIDTH:          15'

SHADE TREES REQ'D: 1/10 WALL LF=          21

SHADE TREES PROV'D:            7

* 14 EX SHADE TREES SAVED

EVERGREEN TREES REQ'D: 1/10 WALL LF =   21

EVERGREEN TREES PROV'D:          20

* 1 EX EVERGREEN TREES SAVED

SHRUBS REQ'D: 1/5 WALL LF=                         161

SHRUBS  PROV'D:                                              161

LANDSCAPE  CALCULATIONS

STREET TREES

RONDALD DRIVE

(UDO SECTION 8.5.1.C.3 - 5' ACCESS EASEMENT

PLANTING ON PRIVATE PROPERTY)

LENGTH: 350 LF

WIDTH: 5' ACCESS EASEMENT

TREES REQ'D: 1/50 LF = 7

CALIPER INCHES REQ'D:   3"

TREES PROV'D: 7

WAKE FOREST ROAD

(UDO SECTION 8.5.1.C.3 - 5' ACCESS EASEMENT

PLANTING ON PRIVATE PROPERTY)

LENGTH: 129 LF

WIDTH: 5' ACCESS  EASEMENT

TREES REQ'D: 1/50 LF = 3

CALIPER INCHES REQ'D: 3"

TREES PROV'D: 3


