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EX. EASEMENT

EX. OVERHEAD ELECTRIC LINE

EX. ADJACENT OWNERS

EX. PROPERTY  LINE

EX. SANITARY SEWER

EX. SOIL LINE

EX. ROAD CENTERLINE

EX. TREE LINE

324

EX. MAJOR CONTOUR (5')

EX. MINOR CONTOUR (1')

LEGEND

EX. RIGHT-OF-WAY

325

CALL 48 HOURS BEFORE

YOU DIG

NORTH CAROLINA

ONE-CALL CENTER

1-800-632-4949

EXISTING CONDITIONS

C-2

2

NOTES

1. BOUNDARY AND SURVEY DATA PROVIDED BY ROBINSON & PLANTE, PC.

2. CONTOURS SHOWN ON THIS SHEET WERE OBTAINED FROM WAKE

COUNTY GIS.

3. NO PORTION OF THIS PROPERTY LIES WITHIN A FEMA DESIGNATED

100-YEAR FLOOD HAZARD AREA PER FEMA PANEL 3720079500J DATED

MAY 2, 2006.

4. THE UTILITIES SHOWN ARE NOT GUARANTEED TO BE A

REPRESENTATION OF ALL UTILITIES WITHIN THE PROJECT EXTENT.

5. THE CONTRACTOR SHALL CALL THE NORTH CAROLINA

ONE-CALL-CENTER AT LEAST 48 HOURS PRIOR TO BEGINNING WORK.

6. THE CONTRACTOR SHALL VERIFY DEPTHS AND LOCATIONS OF ALL

UTILITIES PRIOR TO BEGINNING WORK AND SHALL USE CARE WHEN

OPERATING AROUND EX. UTILITIES.

7. THE CONTRACTOR SHALL BE FINANCIALLY RESPONSIBLE FOR THE

REPAIR OF ANY EX. UTILITIES DAMAGED DURING CONSTRUCTION.

SOIL TYPES

AgC2 - APPLING GRAVELLY SANDY LOAM, 6 TO 10 PERCENT SLOPES, 

MODERATELY ERODED.

CgB2 - CECIL GRAVELLY SANDY LOAM, 2 TO 6 PERCENT SLOPES, 

MODERATELY ERODED.

WkE - WAKE-WATEREE COMPLEX, 10 TO 25 PERCENT SLOPES, VERY ROCKY

0

30 3015

SCALE: 1 INCH = 30 FEET

N

EX. MANHOLE

TOP: 391.03

INV. OUT: 377.36

EX. MANHOLE

TOP: 381.86

INV. IN: 372.95

INV. OUT: 372.81

EX. MANHOLE

TOP: 376.79

INV. IN: 369.81

INV. OUT: 369.68

EX. RESIDENTIAL

DWELLING

EX. WELL

WkE

AgC2

CgB2

N/F

MARCO MEULINK, ANNE DUVAL

COURIE-MEULINK

DB 16464, PG 1151

PIN: 0795-05-6978

N/F

GUY L JONES

DB 1166, PG 170

PIN: 0795-06-3003

ZONING: R-4

N/F

WILLIAMS GROVE

BAPTIST CHURCH, INC

DB 16326, PG 2506

PIN: 0795-06-9144

ZONING: R-4

N/F

DUKE ENERGY PROGRESS, INC

DB 15289, PG 2437

PIN: 0795-06-6863

ZONING: R-10-CU

70' DUKE ENERGY

PROGRESS EASEMENT

B.M. 976, PG. 562

CITY OF RALEIGH 20'

SANITARY SEWER EASEMENT

B.M. 2003, PG. 1528-1529
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EX. 8" DIP SANITARY

SEWER MAIN

APPROX. LOCATION OF EX. 12" WATER MAIN;

DEPTH AND MATERIAL UNKNOWN

 EX. WATER METER (TYP.)

 EX. HYDRANT

EX. DRIVEWAY

EX. DRIVEWAY

EX. DRIVEWAY

EX. DRIVEWAY

EX. 38' B-B

EX. CURB

& GUTTER

EX. EDGE OF ASPHALT

PAVEMENT

EX. WATER LINE

N/F

EDMISTEN, PHILIP W.

BROWN, ERNEST R. JR.

DB 015880, PG 2045

PIN: 0795-06-9352

ZONING: R-4

N/F

ROSE, VIRGIL L JR ROSE,

GRACE W

DB 010696, PG 848

PIN: 0795-16-0159

ZONING: R-4

APPROXIMATE

CEMETERY AREA

WITH VISIBLE

GRAVES

EX. DRIVEWAY PIPE

INV 400.24'
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20 2010

SCALE: 1 INCH = 20 FEET

N

SUMMARY INFORMATION

DEVELOPMENT NAME:  BLUE RIDGE ROAD LOTS

STREET ADDRESS:  3451 BLUE RIDGE ROAD (SR 1670)

PIN NUMBER(S):  0795067154

TOTAL AREA:  1.998 AC

AVERAGE LOT SIZE:  43,536 SF

MINIMUM LOT SIZE:  35,510 SF

PROPOSED LOT 1 SIZE:  51,563 SF

PROPOSED LOT 1 IMPERVIOUS AREA: 5,100 SF (9.82%)

PROPOSED LOT 2 SIZE:  35,510 SF

PROPOSED LOT 2 IMPERVIOUS AREA: 5,000 SF (14.1%)

ZONING DISTRICT:  R-4

MINIMUM LOT AREA (SINGLE FAMILY):  7,500 SF

MINIMUM LOT WIDTH:  65'

MINIMUM LOT DEPTH:  100'

SETBACKS:

FRONT:  10'

SIDE:  10'

REAR:  30'

JURISDICTION:  CITY OF RALEIGH

PROPOSED USE:  RESIDENTIAL SUBDIVISION

ALLOWABLE NUMBER OF LOTS:   8

PROPOSED SINGLE FAMILY LOTS:  2

PROPOSED DENSITY:  1 LOT/ACRE

DEVELOPER:

GREENPOINTE LLC

7201 CREEDMOOR RD

SUITE 140

RALEIGH, NC 27613

919.971.5200

ENGINEER:

FLM ENGINEERING, INC.

PO BOX 91727

RALEIGH, NC 27675

919.610.1051

NOTES

1. BOUNDARY, TOPOGRAPHIC, AND SURVEY DATA PROVIDED

BY ROBINSON & PLANTE, PC.

2. WITHIN THE SIGHT TRIANGLES SHOWN ON THIS PLAN, NO

OBSTRUCTION BETWEEN TWO (2) FEET AND EIGHT (8) FEET

IN HEIGHT ABOVE THE CURB LINE ELEVATION OR THE

NEAREST TRAVELED WAY, IF NO CURBING EXISTS.
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EX. 8" DIP SANITARY

SEWER MAIN

EX. OVERHEAD

ELECTRIC (TYP.)

EX. RESIDENTIAL

DWELLING

APPROXIMATE CEMETERY

AREA WITH VISIBLE GRAVES

PROP. DWELLING

PROP. DWELLING
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30' REAR SETBACK

30' REAR SETBACK

51,563 SF

(1.184 AC)

1

35,510 SF

(0.815 AC)

2

CALL 48 HOURS BEFORE

YOU DIG

NORTH CAROLINA

ONE-CALL CENTER

1-800-632-4949

EX. EASEMENT

EX. ADJACENT OWNERS

EX. PROPERTY  LINE

LEGEND

EX. RIGHT-OF-WAY

EX. OVERHEAD ELECTRIC LINE

EX. SANITARY SEWER

PROP. SETBACK LINE

PROP. LOT LINES

1
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PROP. 10' INDIVIDUAL

DRIVEWAY

PROP. 10' INDIVIDUAL

DRIVEWAY

PROP. 10' SHARED

DRIVEWAY

32'

20'

67'

68'

25'

35'

52'

98'

96'

PROP. 30' SEWER

EXTENSION EASEMENT

DEDICATION
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SITE PLAN

C-3

3

NITROGEN CALCULATIONS

70' DUKE ENERGY

PROGRESS EASEMENT

B.M. 976, PG. 562

CITY OF RALEIGH 20'

SANITARY SEWER EASEMENT

B.M. 2003, PG. 1528-1529
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PROP. 2.5' RIGHT-OF-WAY DEDICATION (380

SQUARE FEET) FOR HALF OF 75'

RIGHT-OF-WAY; OWNER INTENDS TO PAY

FEE IN LIEU OF CONSTRUCTION OF CURB &

GUTTER AND SIDEWALK IMPROVEMENTS

PROP. 30' SANITARY

SEWER EASEMENT FOR

EXTENSION OF SEWER

TO ADJACENT

PROPERTY

PROP. 30' SANITARY

SEWER EASEMENT

APPROX. LOCATION OF EX. 12" WATER MAIN;

DEPTH AND MATERIAL UNKNOWN

 EX. WATER METER (TYP.)

EX. DRIVEWAY

EX. DRIVEWAY

EX. 38' B-B

EX. CURB

& GUTTER

EX. EDGE OF

ASPHALT

PAVEMENT

EX. DRIVEWAY

R10'

R10'

EX. WATER LINE

DRIVER'S EYE

LOCATION 15' FROM

EDGE OF PAVEMENT

390' LEFT TURN

SIGHT LINE

340' RIGHT TURN

SIGHT LINE

324

EX. MAJOR CONTOUR (5')

EX. MINOR CONTOUR (1')

325

EX. DRIVEWAY PIPE

INV 400.24'

PROP. DRIVEWAY IS AT

HIGH POINT ALONG

ROAD-SIDE DITCH; NO

DRIVEWAY PIPE NEEDED

LOT 2 NITROGEN LOADING TO BE REDUCED TO 3.6 LB/AC/YR THROUGH BUYDOWN.
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SCALE: 1 INCH = 20 FEET
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EX. OVERHEAD

ELECTRIC (TYP.)

EX. RESIDENTIAL

DWELLING

APPROXIMATE CEMETERY

AREA WITH VISIBLE GRAVES

70' DUKE ENERGY PROGRESS EASEMENT

PROP. DWELLING

PROP. DWELLING

51,563 SF

(1.184 AC)

1

35,510 SF

(0.815 AC)

2

CALL 48 HOURS BEFORE

YOU DIG

NORTH CAROLINA

ONE-CALL CENTER

1-800-632-4949

EX. EASEMENT

EX. ADJACENT OWNERS

EX. PROPERTY  LINE

LEGEND

EX. RIGHT-OF-WAY

EX. OVERHEAD ELECTRIC LINE

EX. SANITARY SEWER

PROP. LOT LINES

PROP. 10' INDIVIDUAL

DRIVEWAY

PROP. 10' INDIVIDUAL

DRIVEWAY

PROP. 152 LF 8" SDR 35 PVC

SANITARY SEWER

PROP. 10' SHARED

DRIVEWAY

UTILITY PLAN

C-4

4

PROP. 4'' SCHED 40 PVC

SEWER LATERAL

CITY OF RALEIGH UTILITY NOTES

1. ALL MATERIALS & CONSTRUCTION METHODS SHALL BE IN ACCORDANCE WITH CITY

OF RALEIGH DESIGN STANDARDS, DETAILS & SPECIFICATIONS (REFERENCE: CORPUD

HANDBOOK, CURRENT EDITION)

2. UTILITY SEPARATION REQUIREMENTS:

a. A DISTANCE OF 100’ SHALL BE MAINTAINED BETWEEN SANITARY SEWER & ANY

PRIVATE OR PUBLIC WATER SUPPLY SOURCE SUCH AS AN IMPOUNDED

RESERVOIR USED AS A SOURCE OF DRINKING WATER. IF ADEQUATE LATERAL

SEPARATION CANNOT BE ACHIEVED, FERROUS SANITARY SEWER PIPE SHALL BE

SPECIFIED & INSTALLED TO WATERLINE SPECIFICATIONS. HOWEVER, THE MINIMUM

SEPARATION SHALL NOT BE LESS THAN 25’ FROM A PRIVATE WELL OR 50’ FROM A

PUBLIC WELL.

b. WHEN INSTALLING WATER &/OR SEWER MAINS, THE HORIZONTAL SEPARATION

BETWEEN UTILITIES SHALL BE 10’. IF THIS SEPARATION CANNOT BE MAINTAINED

DUE TO EXISTING CONDITIONS, THE VARIATION ALLOWED IS THE WATER MAIN IN A

SEPARATE TRENCH WITH THE ELEVATION OF THE WATER MAIN AT LEAST 18”

ABOVE THE TOP OF THE SEWER & MUST BE APPROVED BY THE PUBLIC UTILITIES

DIRECTOR. ALL DISTANCES ARE MEASURED FROM OUTSIDE DIAMETER TO

OUTSIDE DIAMETER.

c. WHERE IT IS IMPOSSIBLE TO OBTAIN PROPER SEPARATION, OR ANYTIME A

SANITARY SEWER PASSES OVER A WATERMAIN, DIP MATERIALS OR STEEL

ENCASEMENT EXTENDED 10’ ON EACH SIDE OF CROSSING MUST BE SPECIFIED &

INSTALLED TO WATERLINE SPECIFICATIONS.

d. 5.0’ MINIMUM HORIZONTAL SEPARATION IS REQUIRED BETWEEN ALL SANITARY

SEWER & STORM SEWER FACILITIES, UNLESS DIP MATERIAL IS SPECIFIED FOR

SANITARY SEWER .

e. MAINTAIN 18” MIN. VERTICAL SEPARATION AT ALL WATERMAIN & RCP STORM DRAIN

CROSSINGS; MAINTAIN 24” MIN. VERTICAL SEPARATION AT ALL SANITARY SEWER &

RCP STORM DRAIN CROSSINGS. WHERE ADEQUATE SEPARATIONS CANNOT BE

ACHIEVED, SPECIFY DIP MATERIALS & A CONCRETE CRADLE HAVING 6” MIN.

CLEARANCE (PER CORPUD DETAILS W-41 & S-49)

f. ALL OTHER UNDERGROUND UTILITIES SHALL CROSS WATER & SEWER FACILITIES

WITH 18” MIN. VERTICAL SEPARATION REQUIRED.

3. ANY NECESSARY FIELD REVISIONS ARE SUBJECT TO REVIEW & APPROVAL OF AN

AMENDED PLAN &/OR PROFILE BY THE CITY OF RALEIGH PUBLIC UTILITIES

DEPARTMENT PRIOR TO CONSTRUCTION.

4. CONTRACTOR SHALL MAINTAIN CONTINUOUS WATER & SEWER SERVICE TO EXISTING

RESIDENCES & BUSINESSES THROUGHOUT CONSTRUCTION OF PROJECT. ANY

NECESSARY SERVICE INTERRUPTIONS SHALL BE PRECEDED BY A 24 HOUR ADVANCE

NOTICE TO THE CITY OF RALEIGH PUBLIC UTILITIES DEPARTMENT.

5. 3.0’ MINIMUM COVER IS REQUIRED ON ALL WATER MAINS & SEWER FORCEMAINS. 4.0’

MINIMUM COVER IS REQUIRED ON ALL REUSE MAINS.

6. IT IS THE DEVELOPER’S RESPONSIBILITY TO ABANDON OR REMOVE EXISTING WATER

& SEWER SERVICES NOT BEING USED IN REDEVELOPMENT OF A SITE UNLESS

OTHERWISE DIRECTED BY THE CITY OF RALEIGH PUBLIC UTILITIES DEPARTMENT.

THIS INCLUDES ABANDONING TAP AT MAIN & REMOVAL OF SERVICE FROM ROW OR

EASEMENT PER CORPUD HANDBOOK PROCEDURE.

7. INSTALL COPPER WATER SERVICES WITH METERS LOCATED AT ROW OR WITHIN A

2’X2’ WATERLINE EASEMENT IMMEDIATELY ADJACENT. NOTE: IT IS THE APPLICANT’S

RESPONSIBILITY TO PROPERLY SIZE THE WATER SERVICE FOR EACH CONNECTION

TO PROVIDE ADEQUATE FLOW & PRESSURE.

8. INSTALL PVC SEWER SERVICES @ 1.0% MINIMUM GRADE WITH CLEANOUTS LOCATED

AT ROW OR EASEMENT LINE & SPACED EVERY 75 LINEAR FEET MAXIMUM.

9. PRESSURE REDUCING VALVES ARE REQUIRED ON ALL WATER SERVICES EXCEEDING

80 PSI; BACKWATER VALVES ARE REQUIRED ON ALL SANITARY SEWER SERVICES

HAVING BUILDING DRAINS LOWER THAN 1.0’ ABOVE THE NEXT UPSTREAM MANHOLE.

10. ALL ENVIRONMENTAL PERMITS APPLICABLE TO THE PROJECT MUST BE OBTAINED

FROM NCDWR, USACE &/OR FEMA FOR ANY RIPARIAN BUFFER, WETLAND &/OR

FLOODPLAIN IMPACTS (RESPECTIVELY) PRIOR TO CONSTRUCTION.

11. NCDOT / RAILROAD ENCROACHMENT AGREEMENTS ARE REQUIRED FOR ANY UTILITY

WORK (INCLUDING MAIN EXTENSIONS & SERVICE TAPS) WITHIN STATE OR RAILROAD

ROW PRIOR TO CONSTRUCTION.

12. GREASE INTERCEPTOR / OIL WATER SEPARATOR SIZING CALCULATIONS &

INSTALLATION SPECIFICATIONS SHALL BE APPROVED BY THE CORPUD FOG

PROGRAM COORDINATOR PRIOR TO ISSUANCE OF A BUILDING PERMIT. CONTACT TIM

BEASLEY AT (919) 996-2334 OR timothy.beasley@raleighnc.gov FOR MORE INFORMATION.

13. CROSS-CONNECTION CONTROL PROTECTION DEVICES ARE REQUIRED BASED ON

DEGREE OF HEALTH HAZARD INVOLVED AS LISTED IN APPENDIX-B OF THE RULES

GOVERNING PUBLIC WATER SYSTEMS IN NORTH CAROLINA. THESE GUIDELINES ARE

THE MINIMUM REQUIREMENTS. THE DEVICES SHALL MEET AMERICAN SOCIETY OF

SANITARY ENGINEERING (ASSE) STANDARDS OR BE ON THE UNIVERSITY OF

SOUTHERN CALIFORNIA APPROVAL LIST. THE DEVICES SHALL BE INSTALLED AND

TESTED (BOTH INITIAL AND PERIODIC TESTING THEREAFTER) IN ACCORDANCE WITH

THE MANUFACTURER'S RECOMMENDATIONS OR THE LOCAL CROSS-CONNECTION

CONTROL PROGRAM, WHICHEVER IS MORE STRINGENT. CONTACT JOANIE HARTLEY

AT (919) 996-5923 OR joanie.hartley@raleighnc.goc FOR MORE INFORMATION

PROP. SANITARY SEWER

PROP. WATER LINE

PROP. 4" SCHED 40 PVC

CLEAN-OUT

PROP. 1'' WATER

METER

PROP. 1'' SOFT 'K'

COPPER WATER

SERVICE

EX. MANHOLE

TOP: 391.03

INV. OUT: 377.36

EX. MANHOLE

TOP: 381.86

INV. IN: 372.95

INV. OUT: 372.81

CITY OF RALEIGH 20'

SANITARY SEWER EASEMENT

B.M. 2003, PG. 1528-1529

EX. 8" DIP SANITARY

SEWER MAIN

APPROX. LOCATION OF EX. 12" WATER MAIN;

DEPTH AND MATERIAL UNKNOWN

 EX. WATER METER (TYP.)

 EX. HYDRANT

PROP. 30' SANITARY SEWER

EASEMENT FOR EXTENSION

OF SEWER TO ADJACENT

PROPERTY PROVIDED AT

LOW POINT ALONG

PROPERTY BOUNDARY

PROP. 30' SANITARY

SEWER EASEMENT

PROP. 1'' SOFT 'K'

COPPER WATER

SERVICE

PROP. 1'' WATER

METER

PROP. MANHOLEPROP. 'DOGHOUSE'

MANHOLE

ELEV. 379.12'

ELEV. 377.25'

ELEV. 376.86'

ELEV. 376.53'

ELEV. 375.89'

ELEV. 375.59'

ELEV. 376.00'

ELEV. 375.97'

EX. WATER LINE

324

EX. MAJOR CONTOUR (5')

EX. MINOR CONTOUR (1')

325

NOTES

1. BOUNDARY, TOPOGRAPHIC, AND SURVEY DATA PROVIDED BY ROBINSON & PLANTE,

PC.

2. THE UTILITIES SHOWN ARE NOT GUARANTEED TO BE A REPRESENTATION OF ALL

UTILITIES WITHIN THE PROJECT EXTENT.

3. THE CONTRACTOR SHALL CALL THE NORTH CAROLINA ONE-CALL-CENTER AT LEAST

48 HOURS PRIOR TO BEGINNING WORK.

4. THE CONTRACTOR SHALL VERIFY DEPTHS AND LOCATIONS OF ALL UTILITIES PRIOR

TO BEGINNING WORK AND SHALL USE CARE WHEN OPERATING AROUND EX.

UTILITIES.

5. THE CONTRACTOR SHALL BE FINANCIALLY RESPONSIBLE FOR THE REPAIR OF ANY

EX. UTILITIES DAMAGED DURING CONSTRUCTION.

ELEV. XXX.XX'

EX. SPOT ELEVATION

PROP. CLEAN-OUT

CO

PROP. WATER METER



WM

EX. WATER LINE

0

20 2010

SCALE: 1 INCH = 20 FEET
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EX. OVERHEAD

ELECTRIC (TYP.)

EX. RESIDENTIAL

DWELLING

APPROXIMATE CEMETERY

AREA WITH VISIBLE GRAVES

70' DUKE ENERGY PROGRESS EASEMENT

PROP. DWELLING

PROP. DWELLING

51,563 SF

(1.184 AC)

1

35,510 SF

(0.815 AC)

2

CALL 48 HOURS BEFORE

YOU DIG

NORTH CAROLINA

ONE-CALL CENTER

1-800-632-4949

EX. EASEMENT

EX. ADJACENT OWNERS

EX. PROPERTY  LINE

LEGEND

EX. RIGHT-OF-WAY

EX. OVERHEAD ELECTRIC LINE

EX. SANITARY SEWER

PROP. SETBACK LINE

PROP. LOT LINES

PROP. 10' INDIVIDUAL

DRIVEWAY

PROP. 10' INDIVIDUAL

DRIVEWAY

PROP. 10' SHARED

DRIVEWAY

LANDSCAPE PLAN

C-5

5

LANDSCAPING REQUIREMENTS

TYPE C2 STREET PROTECTIVE YARD

(152 LF ALONG BLUE RIDGE ROAD):

4 SHADE TREES PER 100 LF

15 SHRUBS PER 100 LF

SHADE TREES: 6 REQUIRED/PROVIDED

SHRUBS: 23 REQUIRED/PROVIDED

PROP. 2.5' RIGHT-OF-WAY DEDICATION (380 SQUARE

FEET) FOR HALF OF 75' RIGHT-OF-WAY. OWNER

INTENDS TO PAY FEE IN LIEU OF CONSTRUCTION OF

CURB & GUTTER AND SIDEWALK IMPROVEMENTS

5' UTILITY EASEMENT (TYP.)

15' TYPE C2 STREET

PROTECTIVE YARD (TYP.)

PLANT LIST

KEY SCIENTIFIC NAME COMMON NAME
QUAN.

CAL. HT.

SHADE TREES

AB ACER PALMATUM JAPANESE MAPLE 7 3'' 10'

SHRUBS

IC ILEX CORNUTA DWARF BURFORD HOLLY 23 24''

PROP. SHADE TREE

PROP. SHRUB

PROP. JAPANESE MAPLE (7)

PROP. DWARF

BURFORD HOLLY (23)

CITY OF RALEIGH 20'

SANITARY SEWER EASEMENT

B.M. 2003, PG. 1528-1529

EX. 8" DIP SANITARY

SEWER MAIN

APPROX. LOCATION OF EX. 12" WATER MAIN;

DEPTH AND MATERIAL UNKNOWN
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30' REAR SETBACK

30' REAR SETBACK
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PROP. 30' SANITARY

SEWER EASEMENT FOR

EXTENSION OF SEWER

TO ADJACENT

PROPERTY

PROP. 30' SANITARY

SEWER EASEMENT

10' FRONT SETBACK




