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NOTES:

| . TRENCHES REQUIRING SHORING AND BRACING, DIMENSIONS SHALL
BE TAKEN FROM THE INSIDE FACE OF THE SHORING AND BRACING.
2. NO ROCKS OR BOULDERS 4" OR LARGER TO BE USED IN BACKFILL.
3. ALL BACKFILL MATERIAL SHALL BE SUITABLE NATIVE MATERIAL.

4. BACKFILL SHALL BE TAMPED IN &" LIFTS.

5. ACHIEVE 95% COMPACTION IN BACKFILL.

CITY OF RALEIGH

DEPARTMENT OF PUBLIC UTILITIES

TRENCH BOTTOM DIMENSIONS 4 BACKFILLING
REQUIREMENTS FOR DUCTILE IRON REUSE MAINS
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